Notice is hereby given to all prospective bidders that plans and specifications on the subject project are modified as hereinafter set forth. This Addendum shall be attached to and form a part of the plans and specifications. All bidders must acknowledge receipt of this addendum on the Bid Form. In case of difference with previous addenda or communications, this addendum takes precedence.

It is the responsibility of all bidders to notify all subcontractors from whom they request bids and from whom they accept bids of all changes contained in this addendum.

### PROJECT MANUAL

1. **ITEM NO. ADD SCOPE OF LOW VOLTAGE WORK BY RUNNING NEW CABLING IN 4 ROOM, LISTED BELOW, TO HAVE CONNECTION BACK TO THE TELEPHONE MDF ROOM WHERE NEW TELEPHONE SWITCH IS LOCATED**
   
   Description: In order to accommodate additional Mitel endpoints at the Newcomb facility, Contractor will be required to provide and install new CAT 6 cabling at the following locations:

   - Rm 101 4 drops
   - Rm 102 4 drops
   - Rm 103 1 drop
   - Rm 220 3 drops

   All to terminate on RJ45 jacks and at the patch panel in the MDF (with documentation).

   Contractor will provide replacement for feeder cables at six existing six IDF panels.

**ATTACHMENTS:** none

END OF ADDENDUM ITEMS